NOTES:
1. Preferred piping diagram.
2. The temperature and pressure relief valve setting shall not exceed pressure rating of any component in the system.
3. Service valves are shown for servicing unit. However, local codes shall govern their usage.
4. The Tank Temperature Control should be wired to and control the pump between the water heater(s) and the storage tank(s).
5. The water heater’s operating thermostat should be set 5 degrees F higher than the Tank Temperature Control.

LEGEND
- Temperature & Pressure Relief Valve
- Pressure Relief Valve
- Circulating Pump
- Tank Temperature Control
- Drain
- Full Port Ball Valve
- Check Valve
- Temperature Gage
- Water Flow Switch
- Hot Water
- Return
- Alternate Location
- Cold Water Supply
- Expansion Tank
- Finished Floor
- Pipe T&P to Open Drain